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DUCTILE IRON WATERMAIN W/POLYETHYLENE ENCASEMENT

BACKFILL UPPER 3

FEET

SELECT MATERIAL IN 12" LIFTS

COMPACTED TO 100%%% STANDARD

PROCTOR DENSITY

BACKFILL

SELECT MATERIAL IN 12" LIFTS

COMPACTED TO 95%%% STANDARD

PROCTOR DENSITY

GRANULAR

ENCASEMENT

1" MINUS MnDOT GRANULAR BORROW
3149.2B1-COMPACTION BY HAND

AND PORTABLE COMPACTION

EQUIPMENT

GRANULAR

BEDDING

1" MINUS MnDOT GRANULAR BORROW
3149.2B1-COMPACTION BY HAND

AND PORTABLE COMPACTION

EQUIPMENT

GRANULAR

FOUNDATION

COARSE FILTER AGGREGATE

MnDOT 3149: 1 1/2" MINUS,
<10%%% PASSING #4 SIEVE

(WHERE NECESSARY TO REPLACE
UNSUITABLE/UNSTABLE SOILS)

\A1;12"
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